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REQUESTED BY: DIRECTOR-CEHBWSP

ATTN: MICHAEL LOWRY, EPA

DIRECTOR'S OFFICE

BUREAU OF WATER SUPPLY PROTECTION
ROOM 1110

CORNING TOWER - EMPIRE STATE PLAZA
ALBANY NY 12237

Location/Project/Facility Name: ONONDAGA NATION - PUMP HOUSE
Sampling Location Details: RAW WATER TAP IN PUMP HOUSE

U.S. ROUTE 11A
ONONDAGA NATION NY
Chlorinated: No

Public Water Systems (BWSP)

County: ONONDAGA

City (or) Town: ONONDAGA
Submitted by: ROB FUREY
Collected by:

Grab/Collection Date: 08/22/2017 11:50
Date received: 08/24/2017 10:35

Additional Info: SAMPLES REQUESTED BY MICHAEL LOWRY,
EPA

| FINAL LABORATORY REPORT

Sample Id: EHS1700043511-01
Received Temperature (°C):
Lab Tracking Id: BA

Biggs Laboratory
NYS ELAP ID: 10763

22

Sample Type: Raw Water

Laboratory of Organic Analytical Chemistry
Lab Director: Dr. K. Kannan
Contact: Dr. David Spink 518-486-2530

Carbamates in Drinking Water EPA Method 531.1 - [Pe§11 ocles s S0Cs

Analysis Date: 9/5/2017

\\/fldicarb Sulfoxide:
\/Aldicarb Sulfone:

. —

J Larbofuran:

Carbaryl (Sevin):
T~
- Methiocarb:

<1.0 ug/L.
<1.0 ug/L
<1.0 ug/L
<1.0 ug/L
<1.0 ug/L.
<1.0 ug/L
<1.0 ug/L
<1.0 ug/L
<1.0 ug/L.
<1.0 ug/L.

NELAP
NELAP
NELAP
NELAP
NELAP
NELAP
NELAP
NELAP
NELAP
NELAP

Herbicides in Drinking Water EPA Method 515.1 - P{/&h‘u‘dlg %&O(/S

Start Date: 8/30/2017  Analysis Date: 9/6/2017
" Dalapon:

Dicamba:
\/ 2,4-D:
\/ Pentachlorophenol:

\/ 2,4,5-TP (Silvex):

-DB; >

Dinoseb:

<1.0 ug/L
<1.0 ug/L

<0.1 ug/L
<0.04 ug/L.

<0.2 ug/L
<1.0 ug/L
<1.0 ug/L
<0.2 ug/L

NELAP
NELAP
NELAP
NELAP
NELAP
NELAP

NELAP
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Vs Picloram: <0.1 ug/L NELAP
~ Acifluorfen: <1.0 uglL NELAP

Nitrogen Phosphorus Pesticides in Drinking Water EPA Method 507

jitart Date: 8/28/2017 Analysis Date: 8/30/2017
~———— N Simazine: <1.0 ug/L NELAP
T %trazine: <1.0 ug/L NELAP
' etribuzin: <1.0 ug/L NELAP
;%Ilachlor (Lasso): <1.0 ug/L. NELAP
— etolachlor (Dual): <1.0 ug/L NELAP
\/l:utachlor: <1.0 ug/L NELAP

Organochlorine Pesticides and PCB's in Drinking Water EPA Method 508
jart Date: 8/28/2017 Analysis Date: 9/1/2017

**new** exachlorocyclopentadiene (C-56): <0.1 ug/L NELAP
*new** Fl‘ﬂa—.‘l“"“ <0.5 ug/L
new** ifluralin: <0.5 ug/L.
*new** %;c_hlp?menzene: <0.1 ug/L NELAP
smew* | HCH, Alpha: <0.5uglL
*new** HCH, Gamma (Lindane): <0.02 ug/L NELAP
*new** HCH, Beta: <0.5 ug/L
*new** <0.5 ug/L
“*new** : <0.04 ug/L NELAP
“new™ \/ Idrin: <0.5 ug/L NELAP
*new** \/:eptachlor epoxide: <0.02 ug/L NELAP
“new** “Endosulfan I: <0.5 ug/L
*new** 4,4'-DDE: <0.5 ug/L NELAP
*new** Dieldrin: <0.5 ug/L NELAP
*new** \/ Endrin: <0.01 ug/L NELAP
“new™ <0.5 ug/L NELAP
“new** <0.5 ug/L
“new* <05 uglL NELAP
**new** Endrin aldehyde: <0.5 ug/L
**new** <0.5 ug/L
**new™* M : <0.1 ug/L NELAP
*new** m <0.5 ug/L
*new** xaphene: <1.0 ug/L NELAP
“new** \/:\lordane, technical: <0.2 ug/L NELAP
**new** \/C roclor 1016: <0.08 ug/L NELAP
H*new** \/(roclor 1221: <5.0 ug/L NELAP
“*new** ,(/irodor 1232: <05ugl NELAP
“*new** J roclor 1242: <0.3 ug/L NELAP

“*new** Aroclor 1248: <0.1 ug/L NELAP
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**new** V roclor 1254 <0.1 ug/L NELAP
**new* \/:roclor 1260: <0.2ug/L NELAP
Microexiractables in Water EPA Method 504.1
\?an Date: 8/29/2017  Analysis Date: 8/29/2017
1,2-Dibromoethane (EDB): <0.01 ug/L. NELAP
1,2,3-Trichloropropane: <0.03 ug/L. NELAP
;?romo-s-chloropropane: <0.01 ug/Ll. NELAP
Volatile Organics in Water EPA Method 524.2
Analysis Date: 8/30/2017
Dichlorodifluoromethane: <0.5 ug/L. NELAP
Chloromethane: <0.5 ug/L NELAP
Vinyl Chloride: <0.5 ug/L. NELAP
Bromomethane: <0.5 ug/L NELAP
Chloroethane: <0.5 ug/L NELAP
Trichlorofluoromethane: <0.5 ug/L NELAP
Acetone: <10 ug/L
1,1-Dichloroethene: <0.5 ug/L NELAP
Methylene Chloride: <0.5 ug/L NELAP
trans-1,2-Dichloroethene: <0.5 ug/L NELAP
Methyl-t-Butyl-Ether: <0.5 ug/L NELAP
1,1-Dichloroethane: <0.5 ug/L NELAP
Methyl Ethyl Ketone: <10 ug/L
cis-1,2-Dichloroethene: <0.5 ug/L NELAP
Bromochloromethane: <0.5 ug/L. NELAP
Chloroform: <0.5 ug/L. NELAP
2,2-Dichioropropane: <0.5 ug/L. NELAP
1,2-Dichloroethane; <0.5 ug/L NELAP
1,1,1-Trichloroethane: <0.5 ug/L NELAP
1,1-Dichloropropene: <0.5 ug/L NELAP
Carbon Tetrachloride: <0.5 ug/L NELAP
Benzene: <0.5 ug/L NELAP
Dibromomethane: <0.5 ug/L NELAP
1,2-Dichloropropane: <0.5 ug/L NELAP
Trichloroethene: <0.5 ug/L NELAP
Bromodichloromethane: <0.5 ug/L NELAP
cis-1,3-Dichloropropene: <0.5 ug/L NELAP
Methyl Isobutyl Ketone: <10 ug/L.
trans-1,3-Dichloropropene: <0.5 ug/L. NELAP
1,1,2-Trichloroethane: <0.5 ug/L NELAP
Toluene: <0.5 ug/L NELAP
<0.5 ug/L NELAP

1,3-Dichioropropane:
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Analysis Date: 9/13/2017

Beryllium: <1.0 ug/L. NELAP
Chromium: <5.0 ug/L NELAP
Nickel: <5.0 ug/L NELAP
Arsenic: <3.0 ug/L. NELAP
Selenium: <3.0 ug/L NELAP
Cadmium: <1.0 ug/L. NELAP
Antimony: <1.0 ug/L. NELAP
Barium: 430.0 ug/L NELAP
Thallium: <0.5 ug/L. NELAP
Lead: <3.0 ug/L NELAP

Mercury by ICP - MS (EPA Method 200.8)
Analysis Date: 9/13/2017
Mercury: <0.2 ug/L NELAP

Total Cyanide (EPA Method 335.4)
Analysis Date: 8/31/2017
Cyanide, Hydrolyzable: <0.02 mg/L NELAP

NELAP: National Environmental Laboratory Approval Program Accreditation

e 'END OF REPORT g R T i
The Laboratory Director authorizes the release of this report. The results in this report relate only to the sample submitted to the laboratory.




